ROGERS FIRE MARSHAL’S OFFICE

GUIDELINE FOR dBA LOSS FOR PLAN REVIEW

Distance and Loudness

Distance from appliance



dBA Level

10 ft





rated value

20 ft





- 6 dBA

40 ft





-12 dBA

80 ft





-18 dBA

Going off axis




-3 dBA

The Effect of Walls and Doors on Sound





Avg Loss


Typical Range

Open Door


8 dBA



4-12 dBA

Closed Door


17 dBA



10-24 dBA

Sealed Door (Fire Rated)

28 dBA



22-34 dBA

Stud Wall 


39 dBA



32-42 dBA





